I. INTRODUCTION

One of the main problems concerning outdoor insulation is the pollution phenomenon, which is rather intense in areas located near the sea. Leakage current (LC) monitoring is a widely employed tool, used to monitor and investigate surface activity and insulation’s performance. Contamination combined with wetting, in the case of ceramic insulators, results to the formation of a conductive film on the insulator’s surface, which permits the flow of leakage current which in turn can result to the formation of dry bands, arcing and eventually flashover [1]. Polymer insulators and coatings are used as an improvement to ceramic insulators because of their hydrophobic surface which results to the formation of water droplets on the surface, instead of a film [2-5]. However, hydrophobicity is suppressed and recovered due to aging and the environmental and electrical stress applied [1]. Therefore, activity similar to the one recorded on ceramic insulators, is recorded on polymer insulators during hydrophobicity loss periods.

Leakage current waveforms portraying different stages of activity have been described by various researchers. A detailed review can be found in [6]. The basic discrete stages of activity consists of resistive sinusoid waveforms due to the presence of a conductive film on the insulator surface, distorted sinusoid waveforms as an intermediate stage and dry band arcing that causes a time lag of current onset. Pulses have been reported to superimpose on LC and the appearance of such pulses has been correlated with corona discharges and short arcing [6]. Recorded waveforms however do not always correspond clearly to a certain stage. This may not be reported in accelerated lab tests, but becomes evident in case of field LC waveform monitoring [7]. In the field, activity is not straight forward, surface conductivity may change rapidly or gradually, different parts of the insulator may be subjected to different conditions and surface condition may also vary from part to part. All these factors result to a variety of complex waveforms.

In this paper, an investigation of LC waveforms recorded in a heavily polluted site over a significant time period, that exceeds 6 years, is presented. A large variety of waveform shapes are portrayed and various correlations with world experience are made. In addition, recorded data is also investigated in order to identify field related noise. The need for added categorization criteria in the case of field measurements is discussed.

II. EXPERIMENTAL SET UP

The LC measurements under investigation have been performed in the 150 kV Linoperamata Transmission Substation which is located in Heraklion, Crete right next to the sea coast [8], and therefore suffers intense marine pollution. The waveforms investigated and presented in this paper are recorded on 150kV post insulators (porcelain, composite and porcelain coated with RTV SIR) which are part of the grid. No distinction is made in this paper regarding the material of the system is shown in Table 1. The measuring system is shown in Figure 1. Specifications of the monitoring system are shown in Table 1.

Keywords—field; insulator; leakage current; noise; waveform; monitoring; pollution;
have been recorded in the considered site, due to heavy pollution and the high voltage stress applied. The amplitude of the largest recorded sinusoid (Figure 2D) slightly exceeds 29mA.

B. Distorted Sinusoid Waveforms

A large variety of distorted sinusoid waveforms have been recorded and some typical waveforms are illustrated in Figure 3. No correlation could be established between waveform amplitude and type of distortion. Distorted waveforms of large amplitude have also been recorded. The amplitude of the largest recorded distorted sinusoid (Figure 3D) slightly exceeds 49mA.

C. Dry Band Arcing

Formation of a dry band results to a large part of the voltage applied on the band and arcing occurs when the surrounding air of the dry band cannot withstand that voltage. The resulting waveform illustrates a time lag of current onset and higher LC peaks as shown in Figure 4. Investigation of the waveforms showed that arcs can extinct gradually (Figure 4A) or rapidly (Figure 4D), and also ignite gradually (Figure 4D) or rapidly (Figure 4C). Arcs can be distinct (Figure 4C and Figure 4D) or consequent (Figure 4E). The amplitude of an arc can exhibit gradual increase and decrease before its extinction (Figure 4A, Figure 4B, Figure 4E). Finally are duration can exceed the length of the time window (Figure 4F).

D. Pulses

Pulses are recorded superimposed on various waveform types, as illustrated in Figure 5. Pulses have been recorded superimposed on waveforms portraying null activity (Figure 5A), sinusoid and distorted sinusoid waveforms (Figure 5B-5K) and they can appear in the same waveform with a dry band arc-like discharge (Figure 5I, Figure 5K). The frequency of pulses’ appearance varies and pulses can appear on consequent half cycles (Figure 5C, Figure 5F, Figure 5G), on consequent cycles in the negative of positive part (Figure 5D, Figure 5E, Figure 5K) or on non-adjacent cycles (Figure 5B). The amplitude of pulses also varies. The smallest pulse recorded portrays a peak value of about 5mA, while pulses in the area of 100mA have also been recorded (Figure 5C, Figure 5E). The size of pulses compared to the amplitude of the waveforms that are superimposed to, also varies. Pulses can illustrate comparable (Figure 5F, Figure 5G, Figure 5H, Figure 5I, Figure 5K), noticeably larger (Figure 5B, Figure 5D) or exceptionally larger amplitude than the rest of the waveform (Figure 5A, Figure 5C, Figure 5E). The position of pulses is always at the peak of half-cycles, but sometimes exhibit a small shift to the right (Figure 5F, Figure 5H, Figure 5I, Figure 5E).  

III. INVESTIGATION OF FIELD LC WAVEFORMS

Leakage current waveform monitoring has been performed by various researchers both in lab and field and a detailed review of measuring and analyzing LC on insulators and specimens can be found in [6]. As a general rule, it is reported that as activity advances, the amplitude of the leakage current increases and that initial activity (resistive sinusoid current) is usually rather small. In the field, pollution, stress and surface condition vary with location (different parts of the insulator) and also with time. Therefore, further investigation is performed in order to get an exact image of the activity experienced in the field and the resulting LC waveforms.

A. Sinusoid Waveforms

Typical sinusoid waveforms recorded are shown in Figure 2. The vast majority of the sinusoid waveforms recorded, portrayed small amplitude (under 2mA) similar to the one shown in Figure 2A. However the amplitude range varies due to its dependence on the electric resistance of the conductive film on the insulator’s surface. Because of this, sinusoid waveforms of amplitude much higher than usually reported [6]
the same waveform (Figure 5C, Figure 5G, Figure 5H, Figure 5I, Figure 5K). Even isolated pulses have been recorded (Figure 5A).

E. Complexity of Field LC Waveforms’ Shape

The waveform shape does not always safely correlate to one of the basic stages. Different types of activity can be present on the same waveform, exhibiting similar amplitude but different shape. In addition the transition sequence between different types of activity can vary. Figures 6A-6F and Figures 7A-7F are presented to better illustrate the complexity that can be recorded in field waveforms.

![Image](image1)

**Fig. 2.** Sinusoid waveforms portraying A. low amplitude B. rapid conductivity increase C. gradual conductivity increase D. large amplitude

![Image](image2)

**Fig. 3.** A-B. distorted sinusoids, C. distorted sinusoid portraying conductivity increase D. the largest recorded distorted sinusoid

![Image](image3)

**Fig. 4.** Waveforms portraying dry band arcing
Fig. 5. Pulses superimposed on the waveforms’ crest

Fig. 6. Various Leakage Current Waveforms

Fig. 7. Various Leakage Current waveforms
IV. FIELD NOISE

Limited access, long term monitoring and field conditions result to a variety of noise related waveforms. Investigation of the recorded waveforms lead to the identification of three different types of noise: Typical Noise, Dysfunction Generated Noise and Single Point Noise [9]. Typical noise (noise which is always present) consists of random minor peaks that exhibit amplitude in the range of 1mA, as illustrated in Figure 8A and Figure 8B. That means that measurements in the typical noise area are usually incoherent and that, since meagre or no activity is the usual case, a large number of typical noise waveforms are recorded [9]. Single point noise results to a single point recorded far from the rest of the waveform. Such single points are found superimposed on all types of waveforms (Figures 8C-8F), even those portraying typical noise (Figure 8C) and dry band arcing (Figure 8F). Such points do not always follow the current trend as shown in Figure 8D and Figure 8E.

A large amount of dysfunction generated waveforms has been recorded and some typical waveforms are shown in Figures 9A-9F. Their origin cannot be strictly defined, since monitored insulators are part of the grid and any crucial event happening on the grid (e.g. switching, faults etc) could lead to a temporary chaotic LC measurement as the ones shown in Figure 9. It should be noted that two sensor faults occurred during the monitoring time. The sensors were replaced shortly after their damage. However, dysfunction generated waveforms have been recorded on all channels, even those that didn’t suffer from a sensor fault, and during different time periods. It is not unusual for normal waveforms to be recorded shortly after the recording of a dysfunction generated waveform, frequently at the very next time window.

Fig. 8. A-B. Typical Noise C-F. Single Point Noise

Fig. 9. Dysfunction Generated Noise
V. DISCUSSION & FUTURE WORK

A large variety of LC waveform shapes and several parameters influencing the waveform shape have been recorded and investigated. Several waveform shapes have been presented in order to highlight certain attributes such as:

- The portrayed noise generated waveforms hints that a field reduction/removal stage should be designed to cope with the noise problem. A possible solution for this problem has been proposed by the authors in [9].

- Sinusoidal waveforms that portray gradual and rapid amplitude changes have been recorded (Figure 2B-2C), reflecting the changes in surface film’s conductivity, which in turn can be gradual or rapid. This should be expected in field measurements where the insulator is subjected to field conditions and should be considered if differential current values are calculated in order to detect arcing as in [11].

- In the case of distorted waveforms, rapid transitions between different distortion types and amplitudes have been recorded, as shown in Figure 3C. It should be mentioned that no distinct correlation could be established between waveform amplitude and type of distortion. Such changes may be attributed to chemical changes in the pollutant layer as described in [12] or to hydrophobicity class changes as described in [13].

- The appearance of pulses has been correlated with the severity of the test conditions, the existence of high salt-density fog, short strong discharges and corona discharges [6]. However, it should be noted that the waveforms shown in this paper hints that yet undefined conditions seem to favour either positive or negative pulses.

- The existence of complex waveforms hints that further categorization of LC waveforms may be necessary in the case of field measurements. It has been proposed in [14] that the duration of the activity can be used to further categorize waveforms, and that seems to be the next logical step. Such a criterion can be used to categorize waveforms as e.g. intense or short discharges based on whether the activity exceeds an arbitrary selected number of half-cycles. However, investigation of field waveforms in this paper shows that discrimination between e.g. a heavily distorted half-cycle and a discharge portraying half-cycle may be difficult and therefore an added criterion should be applied for that discrimination.

VI. CONCLUSION

The measurement of leakage current is a well-established technique, employed worldwide in order to monitor and investigate surface activity and field performance of high voltage insulators. In this paper, an investigation of LC waveforms recorded over a significant time period, in a coastal transmission substation is performed. The insulators monitored are part of the grid, installed in the 150 kV side of the substation, suffering from intense marine pollution. Investigation of the recorded waveforms verified the basic waveform shapes described in the literature. However, several new attributes of such waveforms are reported and discussed in this paper. It is shown that further categorization could prove necessary in the case of long term field measurements.

REFERENCES


AUTHORS PROFILE

Dionisios Pylarinos was born in Athens in 1981. He received a Diploma degree in Electrical and Computer Engineering from the University of Patras in 2007. Presently he is with the High Voltage Laboratory of the Department of Electrical and Computer Engineering at the University of Patras. He has worked as a scientific consultant for PPC. His research interests include outdoor insulation, electrical discharges, signal processing and pattern recognition.

Kiriakos Siderakis was born in Heraklion in 1976. He received a Diploma degree in Electrical and Computer Engineering in 2000 and the Ph.D. degree in 2006 from the University of Patras. Presently, he is an Application
Professor at the Department of Electrical Engineering, at the Technological Educational Institute of Crete. His research interests include outdoor insulation, electrical discharges, high voltage measurements and high voltage equipment diagnostics and reliability.

Eleftheria Pyrgioti was born in 1958 in Greece. She received her Diploma degree in Electrical Engineering from Patras University in 1981 and the Ph.D. degree from the same University in 1991. She is an assistant professor at the department of Electrical and Computer Engineering at the University of Patras. Her research activity is directed to high voltage, lightning protection, insulation coordination and distributed generation.

Emmanuel Thalassinakis received the Diploma in Electrical and Mechanical Engineering and also the Ph.D. degree from the National Technical University of Athens. After working for the Ministry of the Environment, in 1991 he joined the Public Power Corporation (P.P.C.) where he is now Assistant Director of the Islands Network Operations Department.

Isidoros Vitellas was born in 1954 in Greece. He has a diploma in Electrical Engineering and the Ph.D. degree in the same field. He is currently Director of the Islands Network Operations Department in P.P.C. (Public Power Corporation) Athens, Greece.